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CHINA CLASSIFICATION SOCIETY GB19PTB00023

RSN AE
CERTIFICATE OF TYPE APPROVAL

B BADERRE R &M T AR OER S FEBHAFE S MEE RS,
This is to certify that the manufacturer stated in the certificate meets the requirements of the standards listed below and is available
with the ability and conditions to produce the products described in the certificate.

i) /Manufacturer
Selco Aps
Hiihk/Address
Betonvej 11, 4000 Roskilde Denmark
FEfn B FR/Product
HLUSIS AR 2 DhRE RS
Multi-Function System for Control and Protection of Generator Plant
B iR &/ Notations
TNl
iAn] ¥4/ Approval Standard

L TEAR (HEEMAGMTED (2018) RLESUERSER2E
Chapter 2, Part Four of China Classification Society Rules for Classification of Sea-Going Stee] Ships 2012 and its

Amendments
2. P (PRSMARIAGEY (2018) B ispBiBmrgEme, 3, 4%
Chapter 2,3,4, Pant Seven of China Classification Society Rules for Classification of Sea-going Stecl Ships 2018 and its

Amendments

JiT/Intended for
EFEATIT MR International ses—going ship

id until  20234£08 30 H/ Aug. 30,2023

SR HB 2020511H11H

FAEHLH
Date Nov, 11,2020

Issued by

AN e AT
SCE 7ML AL PO AT e B WRPTIT 15 1 79— 10 1E, D IET ). SR PRI AL R R AR AN, AT ERARTEL .
N, BERTEETN. ERALRASTORRENAEEBNESAT. 5SRO ERETN, TR A G LRl
This Cemificase 5 Bsuend parsusst 0 the Bules of the Seciely and refated regulation. All pages of the certificate ase taken & & whobe and are used smusltancousty. Mo
paper cerificate page is valid withowl bearmg the stnmg of the Society, no Sleamonic eestificsies is valid withonl the digital signabare, and no copied form of the
curtificatn i rogarded a9 valid. Asy part of the certificale is nol to bo exirected or ebridged by any usil a7 individual js any o, Retared pamtics who are doobied
abaut the suthenticity of the cemificate may inquire of the Society or s oifices. !
Form Me: TO1, BLRN RContacr Us.  ILAH B M bSer official web sine of the Society (Rilp fwyew cosurgen ! UTHN: 'P'I{ED 74] C'IIEBS
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UF 4545 5 /Certificate No. GB19PTB00023

FefimBA4R/Product Description
HLESFE R H % DhiE R HEMulti-Function System for Control and Protection of Generator Plant (M0001)
B /Name IRYE ({0 ) Value FA{if/Unit
C6200 generator controller
module (phase/phase)
-C6200 FlexGen basic(3-phase)
B2/ 8 i
Re -C6200 FlexGen compact(3-phase),
-C6200 FlexGen advance(3-phase),
C6500 FlexGen Ul module
BiE/Powver Source nC 24 v
FH i AE/Systen Component C6200 FlexGen + CB500 FlexGen UI {eptional)
? : C6200 FlexGen module: TP20
= fp
ATIP YR Degres of Protaction of | gy pranen: UL moduls: TPe4 Lpanal feont
Enclosure
only)
it ) 4t/ Approved Drawings

PE 4E4tL e/ Drawings Approval No. : GB16A00019

FEfnA AT REE R 5/ Approval Test Report

AR S S Test Report No, ;. DANAK-1910203
ih 3818 45 B 14/ Test Report Date - 2008-06-19
RS/ Laboratory:  DELTA

e fefir bt/ Test Address:  Denmark

h IR 5405/ Test Report No. : FlexGen Protection Test
L% & H HE Test Report Date : 2011-05-03

WA/ Laboratory:  SELCO

e i bbbl Test Address:  Denmark

AL R 5/ Test Report No. : FAT report
R348 & H #/ Test Report Date :  2011-12-08
43 §f7/ Laboratory: SELCO

i e it/ Test Address:  Denmark

IR 5 8RS Test Report No. ;. P20-0110-4
BT %5 11 W/ Test Report Date :  2020-10-27
RAe B/ Laboratory:  EKTOS testing & Reliability Services A/S SIFICAT

A8 M GIHAL/ Test Address:  Denmark SIFICATIGE

 ~

INH] e Y= iR de 2 Method of Product Inspection after Approval

HeR i HAh AT i AT 7= i B B9 7= & /The product approved only in term of the rules:

AT SR dh A 4 B ) AL RERER > R IT R ITIEN, SRBASHREHEIE £ RAHRIFE, HERE
FERMFIDATIEREE#—HZAR R, Ml NmRE S8, B0, FLMTFE 0T fi g A .
After approval, producl inspection should be carried cut by the Manufacturer in accordance with the
product inspection scheme approved by the Society. Upon satisfactory inspection, and the Quality
Certificate issued by the Manufacturer should be provided to the purchaser together with the copy of
the approval certificate issued by the Society. The manufacturer should take responsibility for the
product being in compliance with the convention, statutory regulation, the Society rules and the
standard accepted by the Socisty.

AT {R$5 521/ Maintenance Requirements of Approval

b OHG R B R BET AR AME SRS RS, HEmiEamEE8e, &
T RERRAR A TR O, HEDA TR, A B R S R A S it FETERR IR Felh
THrSe A B LA H oI T T, Hoas RATERIE SR & A ol et

,» if there are changes to the design, materials used or manufacturing method of

{"'(
N 168512642




UE 45 /Certificate No. GB19PTB00023

the preduct, or property indexes of the product are changed and exceed the scope of approval,
related drawings and documents arc to be examined and approved by the cencerned survey office. Where
deemed necessary by the survey office, the surveyor Lo the Society will go to withess relevani tlests
and conduct inspection end the results should be able to demonstrate compliance with the approval
conditions

LTI MR E TR RN A REETT, FH S —8, MRREEFEERASNYT, NEREE TS
B AtE,

The quality management system of the factory shall be ensure effective operation, and shall be the
same as the situation of approval. If there are any changes to the gquality management system,
auditing of the original certification organization for guality management system and the sceciety' s
approval shall be shtained.

IATIEBTRONA, B HUTESFBEORIGEATRNR, T FARRWH R EREE,

Within the validity of the approval certificate, if cases occur that may cause the Socioty to
withdraw the approval, the manufacturer should take corrective actions in a prompt and effective
Manmer.

4, FENFHE R AR, a8 A TERSHE R MR T L e alE i tadkiras, LISE 5
g EEabs i A ERCY. T BF RS,

Within the validity of the approval certificate, the surveyor to the Scciely may pay unannounced
audit to the manufacturing process of the product in order to confirm whether it is in compliance
with the drawings and decuments approved by the Scciety. The Tactory should provide an active
cooperation and necessary for the surveyor.

5. R FHRBA A TE MAAEH, QEGEMREERAMRIER/ ST 4aitn, THiES g LG
FE—RMENFE, EREEHMMTTENE S H S —FED, SR TEREREENEIESB il
7=

If belong to the situation of the product has type approval mede B certificate, and marine product
certificatefequivalent document is nel necessary, those who have obtained the certificate should be
subject to periodical awdit every year. The date of periodical auwdit shall be each anniversary date
which corresponds to the date of cxpiry of the relevant certificate and the periodical awdit shall
be done within a time span of three months before and after the annual surveillance date.

5 1E/Remarks

1. Product Descriptiion:

C6200 GenController Module provides automatic and semi-automatic synchronizing, active and reactive
load sharing, frequency and voltage control, load depending start/stop of generalors, reverse power
protection and excitation loss protection.

C6500 (UI module) used to configurate CB200.

AHTHET M BAMAH, BAHMHTERRRSREBERXREITEFRIE*AEERAHE.
The declaration of asbestos-free submitted by manufacturer has been reviewed by the Society.
However, liability of the manufacturer to guarantee the products are asbestos—free to purchaser
under contract will not be exempted,

3. AREE @ B RN TUES (Mo, GBIETDO0LZ) #afrik 8{UEIEH.
This certificate is renewed from and supersedes the previous Type Approval Certificate Mo %
GRIGTODOTZ. 14
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