
S6600 #1 S6000 #1 S6100 #1 

S6000 #2 S6100 #2 S6500 #2 

124 Ohm / 1 % 

Termination Resistor 

mounted on plug-in 

connector 

124 Ohm / 1 % 

Termination Resistor 

mounted on plug-in 

connector  

SIGMA CAN Bus Cable  

Wires 

CAN-Lo 

And 

CAN-Hi 

must 

be 

twisted 

together!  

Screened twisted-pair cable (e.g. 1x2x 0,5) with a 

characteristic impedance of between 108 and 132 Ohm is 

recommended for the CAN wiring. 

Make sure that 

cable are twisted 

all the way to the 

plug-in connector!! 

Term. 2 (CAN Lo) Term. 4 (CAN Hi) 
 

Term. 1 (COM): Do not connect terminal 1 (COM) on the CAN 

bus connector. 

No switching 

of signals by contacts 

or relay logic! 

Third-party 

equipment may not be 

connected to SIGMA 

CAN bus wires! 

Shield only 

attached to chassis/ground 

at one end.  


